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Grid 1
Results - Horizontal Illuminance (lux)
Eav= 6.69
Emin= 1.35
Emax= 18.19
Emin/Emax= 0.07
Emin/Eav= 0.20
Emax/Eav= 2.72

Grid 2
Results - Horizontal Illuminance (lux)
Eav= 5.42
Emin= 1.27
Emax= 16.04
Emin/Emax= 0.08
Emin/Eav= 0.23
Emax/Eav= 2.96

Grid 3
Results - Horizontal Illuminance (lux)
Eav= 3.59
Emin= 1.51
Emax= 6.04
Emin/Emax= 0.25
Emin/Eav= 0.42
Emax/Eav= 1.68

Grid 4
Results - Horizontal Illuminance (lux)
Eav= 3.02
Emin= 0.66
Emax= 16.69
Emin/Emax= 0.04
Emin/Eav= 0.22
Emax/Eav= 5.52

Grid 5
Results - Horizontal Illuminance (lux)
Eav= 7.23
Emin= 1.67
Emax= 16.83
Emin/Emax= 0.10
Emin/Eav= 0.23
Emax/Eav= 2.33
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Existing Street Light to Remain in Place. 

New Street Light A
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New Street Light B13

Existing street light to be demolished.
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