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GULLIES ADDED AT PROPOSED LOW POINT TO
ce e EXISTING ROAD AND THEREFORE TO BE
8777 _ CONNECTED TO THE EXISTING STORM NETWORK
4 /
EXISTING STORM SEWER TO BE BUILT UP
TO MATCH NEW FOOTWAY LEVEL
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62,55

PROPOSED FOUL SEWER TO CONNECTING
TO EXISTING FOUL SEWER MANHOLE

HIGH LEVEL OVERFLOW PIPE 75mm PROUD
OF THE BOTTOM OF THE RAINGARDEN TO
PROPOSED SURFACE WATER NETWORK
(ACROSS ALL UNITS IN THIS ROW)

RAINWATER DOWNPIPE COLLECTING ROOF
RUNOFF TO DISCHARGE DIRECTLY TO
RAINGARDEN (ACROSS ALL UNITS IN THIS ROW)

RAINWATER DOWNPIPE COLLECTING ROOF RUNOFF
TO DISCHARGE TO RAINWATER BUTT. HIGH LEVEL
OVERFLOW ON RAINWATER BUTT TO IN—-CURTILAGE
STORM SYSTEM. (ACROSS ALL UNITS IN THIS ROW).

FINGAL COUNTY COUNCIL TO CONFIRM THAT
EXISTING STORM SEWER RUNNING THROUGH SITE
ONLY SERVED PROPERTIES TO BE DEMOLISHED
AND CAN BE GRUBBED UP AND REMOVED

ZONE 2

MINIMUM 6.2m’ STORAGE TO BE PROVIDED WITHIN THE PERMEABLE
PAVING SUBBASE LAYER. PERMEABLE PAVING BUILD UP TO BE
DETERMINED AT DETAILED DESIGN AND SUBJECT TO TRAFFIC LOADING.

ORIFICE ADDED TO STORM INSPECTION CHAMBER S4B PRIOR
TO ALLOW ATTENUATION WITHIN ZONE 2 PERMEABLE PAVING
SUBBASE LAYER

ZONE 3

MINIMUM 3.6m’ STORAGE TO BE PROVIDED WITHIN THE PERMEABLE
PAVING SUBBASE LAYER. PERMEABLE PAVING BUILD UP TO BE
DETERMINED AT DETAILED DESIGN AND SUBJECT TO TRAFFIC LOADING.

ORIFICE ADDED TO STORM INSPECTION CHAMBER S5B PRIOR
TO ALLOW ATTENUATION WITHIN ZONE 3 PERMEABLE PAVING
SUBBASE LAYER

RAINWATER DOWNPIPE COLLECTING ROOF RUNOFF
TO DISCHARGE DIRECTLY TO RAINGARDEN

(ACROSS THE FRONT OF ALL THE APARTMENTS)

HIGH LEVEL OVERFLOW PIPE 75mm PROUD
OF THE BOTTOM OF THE RAINGARDEN TO
™ PROPOSED SURFACE WATER NETWORK

B35
5 Ci=62.8

62.5;

MANHOLE S8B TO BE FITTED WITH A FLOW CONTROL
DEVICE TO RESTRICT FLOW TO 4.4 I/s FLOW RATE WITH A
DESIGN HEAD OF 1.4m. MANHOLE TO HAVE A 300mm
SUMP AT BASE OF MANHOLE. ~ €

62.79

"..'\,,
CL=62.89

GULLIES ADDED TO EXISTING ROAD
DOWNSTREAM OF THE FLOW
CONTROL DEVICE

PROPOSED STORM SEWER TO
CONNECT TO EXISTING STORM
SEWER VIA NEW MANHOLE

MHR —63.26

CL=63.24 53.28

PROPOSED FOUL SEWER TO
CONNECT TO EXISTING FOUL

SEWER MANHOLE *©

GULLIES ADDED AT PROPOSED LOW POINT

TO COLLECT SURFACE WATER RUNOFF FROM

3.38

PERFORATED PIPES PROVIDED UNDER PERMEABLE PAVING — / / ‘
AND THEN CONVEYED TO THE MAIN STORM LINE /’J/ J/' Iy

PROPOSED DRAINAGE LAYOUT

UNIT 1:

ORIFICE TO RESTRICT FLOW (ON LAST STORM INSPECTION
CHAMBER) TO ALLOW MINIMUM 4.3m’ STORAGE WITHIN THE
PERMEABLE PAVING SUBBASE LAYER. PERMEABLE PAVING
BUILD UP TO BE DETERMINED AT DETAILED DESIGN AND

SUBJECT TO TRAFFIC LOADING.

UNITS 2-6:

ORIFICE TO RESTRICT FLOW TO ALLOW MINIMUM 1.6m’ STORAGE
WITHIN THE PERMEABLE PAVING SUBBASE LAYER (TO EACH
UNIT). PERMEABLE PAVING BUILD UP TO BE DETERMINED AT
DETAILED DESIGN AND SUBJECT TO TRAFFIC LOADING.

PROPOSED STORM SEWER TO CONNECTING
TO EXISTING STORM SEWER MANHOLE

GULLIES ADDED TO EXISTING ROAD
DOWNSTREAM OF FLOW CONTROL DEVICE

MANHOLE S2A TO BE FITTED WITH A FLOW CONTROL DEVICE TO
RESTRICT FLOW TO 4.3 I/s FLOW RATE WITH A DESIGN HEAD OF
1.2m. MANHOLE TO HAVE A 300mm SUMP AT BASE OF MANHOLE.

M @,
m

63.39

63.50
Flower|Box

G 63.39

UNIT 7:

ORIFICE TO RESTRICT FLOW (ON LAST STORM INSPECTION
CHAMBER) TO ALLOW MINIMUM 7.1m’ STORAGE WITHIN THE
PERMEABLE PAVING SUBBASE LAYER. PERMEABLE PAVING
BUILD UP TO BE DETERMINED AT DETAILED DESIGN AND

SUBJECT TO TRAFFIC LOADING.

UNITS 2-6:

ORIFICE ADDED TO STORM INSPECTION CHAMBER PRIOR
TO GOING UNDER SLAB TO ALLOW ATTENUATION WITHIN
PERMEABLE PAVING AT THE BACK OF THE HOUSE

FINGAL COUNTY COUNCIL TO CONFIRM THAT EXISTING STORM
SEWER RUNNING THROUGH SITE ONLY SERVED PROPERTIES TO
BE DEMOLISHED AND CAN BE GRUBBED UP AND REMOVED

ORIFICE ADDED TO STORM INSPECTION CHAMBER S3B PRIOR
TO ALLOW ATTENUATION WITHIN ZONE 1 PERMEABLE PAVING
SUBBASE LAYER

ZONE 1

MINIMUM 4.8m’ STORAGE TO BE PROVIDED WITHIN THE PERMEABLE
PAVING SUBBASE LAYER. PERMEABLE PAVING BUILD UP TO BE
DETERMINED AT DETAILED DESIGN AND SUBJECT TO TRAFFIC LOADING.

CAR PARKING SPACES

MINIMUM 42m’ STORAGE TO BE PROVIDED WITHIN THE PERMEABLE
PAVING SUBBASE LAYER. PERMEABLE PAVING BUILD UP TO BE
DETERMINED AT DETAILED DESIGN AND SUBJECT TO TRAFFIC LOADING.

~. Flower Box
~C

-~

EXISTING GULLIES IN THIS AREA TO BE REMOVED AND
REPLACED AS SHOWN TO SUIT NEW ROAD LAYOUT AND
CONNECTED BACK TO THE EXISTING STORM SEWER
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GULLIES ADDED AT PROPOSED LOW POINT

SITE A

SCALE 1:250
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GENERAL NOTES:

. ALL DIMEN

SIONS AND LEVELS TO BE VERIFIED ON

SITE PRIOR TO COMMENCEMENT OF THE WORKS.
ANY DISCREPANCIES TO BE REPORTED TO THE

ENGINEER.

2. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH
THE RELEVANT ARCHITECT'S AND OTHER ENGINEERING

DRAWINGS.
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ORIFICE ADDED TO STORM INSPECTION CHAMBER PRIOR PROPOSED STORM SEWER TO )
6295 TO ENTERING MAIN STORM LINE TO ALLOW ATTENUATION CONNECT TO EXISTING STORM

WITHIN PERMEABLE PAVING AROUND HOUSE (ACROSS
62.92 BOTH UNITS IN THIS ROW)

cr N I 637 m
LOCATION OF GULLIES TO BE 63.30
CONFIRMED DURING DETAILED DESIGN
62.88 A
62.93

G

SEWER MANHOLE ™~
gp136
Z; EXISTING GULLIES TO BE REMOVED AND REPLACED AT
NEW LOW POINTS AS SHOWN AND CONNECTED
DOWNSTREAM OF THE PROPOSED FLOW CONTROL DEVICE.

N
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HIGH LEVEL OVERFLOW PIPE 75mm PROUD CONNECT TO EXISTING FOUL 63.16
63.44 OF THE BOTTOM OF THE RAINGARDEN TO . SEWER MANHOLE
PROPOSED SURFACE WATER NETWORK & Q
83.70
63.43 @ gy 63.21
RAINWATER DOWNPIPE COLLECTING EXF26 -
ROOF RUNOFF TO DISCHARGE
DIRECTLY TO RAINGARDEN
- 63,1
HIGH LEVEL OVERFLOW PIPE 75mm PROUD £a1s Aower o’

OF THE BOTTOM OF THE RAINGARDEN TO
EXISTING SURFACE WATER NETWORK

63.26

MINIMUM 2.9m’ STORAGE TO BE PROVIDED WITHIN THE PERMEABLE
PAVING SUBBASE LAYER. PERMEABLE PAVING BUILD UP TO BE
DETERMINED AT DETAILED DESIGN AND SUBJECT TO TRAFFIC LOADING.

63.70

TREEDBH0.2S52 64.05

MINIMUM 6.6m’ STORAGE TO BE PROVIDED WITHIN THE PERMEABLE
PAVING SUBBASE LAYER. PERMEABLE PAVING BUILD UP TO BE 53
DETERMINED AT DETAILED DESIGN AND SUBJECT TO TRAFFIC LOADING.

RAINWATER DOWNPIPE COLLECTING ROOF RUNOFF TO
DISCHARGE TO RAINWATER BUTT. HIGH LEVEL OVERFLOW
ON RAINWATER BUTT TO IN-CURTILAGE STORM SYSTEM

63.71
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TREEDBHO0.3S5

b 63.60

63.64

++  PROPOSED DRAINAGE LAYOUT

SCALE 1:250

SITE B
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PROPOSED STORM SEWER & MH

PROPOSED PERFORATED PIPE
WITH RODDING EYE & IC

EXISTING STORM SEWER & MH

EXISTING STORM SEWER TO BE
GRUBBED UP AND ABANDONED

'O_ EXISTING FOUL SEWER & MH
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222
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EXISTING FOUL SEWER TO BE
GRUBBED UP AND ABANDONED

PROPOSED LINEAR DRAINAGE

PROPOSED RAINGARDEN
PROPOSED GULLY & CONNECTION
PROPOSED RAINWATER BUTT

PROPOSED PERMEABLE PAVING
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