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DATE: 3 June 2025 DESIGNER:

PROJECT No: 2414 PROJECT NAME:

 Alan Harding

 Fortlawn Infill Site

9750754247

Layout Report
General Data

Dimensions in Metres Angles in Degrees

Calculation Grids

ID Grid Name X Y X' Length Y' Length X' Spacing Y' Spacing

   1 Grid 1  22.00 198.67  92.44  56.00   1.49   1.47

   2 Grid 2   4.88 128.32 101.55  40.13   1.49   1.49

   3 Grid 3  29.20 167.87  52.35  26.22   1.50   1.46

   4 Grid 4  37.77  86.53  15.00  57.00   1.50   1.46

   5 Grid 5   3.05  60.45  59.00  32.59   1.48   1.48

Luminaires

Luminaire A Data

    Supplier

    Type

    Lamp(s)

    Lamp Flux (klm)

    File Name

    Maintenance Factor

    Imax70,80,90(cd/klm)

    No. in Project

C U Phosco

P852K-12-P4-NW-CB0500-20W

740C NW

  2.51

P852K-12-P4-NW-CB0500-20W.ies

0.81

760.6,  161.3,    0.8

 25

Luminaire B Data

    Supplier

    Type

    Lamp(s)

    Lamp Flux (klm)

    File Name

    Maintenance Factor

    Imax70,80,90(cd/klm)

    No. in Project

C U Phosco

P852K-12-F3-NW-CB0200-9W

740C NW

  1.05

P852K-12-F3-NW-CB0200-9W.ies

0.81

710.7,  561.9,   94.5

  6

Layout

ID Type X Y Height Angle Tilt Cant Out-

reach

Target

X

Target

Y

Target

Z

1 A  46.84 231.91   6.00 157.00   0.00   0.00   0.50

2 A  76.01 219.48   6.00 259.00   0.00   0.00   0.50

4 A  45.08 220.03   6.00  75.00   0.00   0.00   0.50

5 A  95.03 205.79   6.00  76.00   0.00   0.00   0.50

5 A  28.19 146.22   6.00  78.00   0.00   0.00   0.50

6 A  55.67 139.30   6.00  80.00   0.00   0.00   0.50

7 A  78.35 134.27   6.00  80.00   0.00   0.00   0.50

8 A  70.80 153.16   6.00 258.00   0.00   0.00   0.50

9 A  32.73 161.78   6.00 259.00   0.00   0.00   0.50

10 A  60.17  79.54   6.00 256.00   0.00   0.00   0.50

11 A  45.72  70.88   6.00  78.00   0.00   0.00   0.50

12 A -16.80  95.19   6.00 258.00   0.00   0.00   0.50

13 A  28.20  86.39   6.00 260.00   0.00   0.00   0.50

14 A 109.53 227.56   6.00 345.00   0.00   0.00   0.50

15 A  14.74 229.43   6.00  72.00   0.00   0.00   0.50

16 A 112.96 138.61   6.00 258.00   0.00   0.00   0.50
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DATE: 3 June 2025 DESIGNER:

PROJECT No: 2414 PROJECT NAME:

 Alan Harding

 Fortlawn Infill Site

9750754247

Layout Continued

ID Type X Y Height Angle Tilt Cant Out-

reach

Target

X

Target

Y

Target

Z

17 A  -4.15 155.44   6.00  72.00   0.00   0.00   0.50

18 A  20.60  56.54   6.00 167.00   0.00   0.00   0.50

19 A  -8.78  75.93   6.00 157.00   0.00   0.00   0.50

21 A  97.63  61.58   6.00  81.00   0.00   0.00   0.50

22 B  46.02 180.55   6.00  73.00   0.00   0.00   0.50

23 B  46.05 180.51   6.00 260.00   0.00   0.00   0.50

24 B  69.94 175.08   6.00 258.00   0.00   0.00   0.50

25 B  69.90 175.09   6.00  75.00   0.00   0.00   0.50

26 B  79.44 164.55   6.00 167.00   0.00   0.00   0.50

27 B  32.94 175.76   6.00 352.00   0.00   0.00   0.50

27 A  33.23 238.03   6.00 256.00   0.00   0.00   0.50

29 A  10.99  78.72   6.00  77.00   0.00   0.00   0.50

31 A  55.28 111.53   6.00 347.00   0.00   0.00   0.50

32 A  45.39 113.67   6.00 167.00   0.00   0.00   0.50

31 A   0.00   0.00   0.00   0.00   0.00   0.00   0.00
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DATE: 3 June 2025 DESIGNER:

PROJECT No: 2414 PROJECT NAME:

 Alan Harding

 Fortlawn Infill Site

9750754247

Horizontal Illuminance (lux)
Grid 1

6.8 9.4 12 14 14 11 7.7 5.7 4.9 5.3 6.1 6.5 8.0 9.4 7.8 5.3 2.9

7.2 8.6 9.8 12 14 15 14 11 8.7 7.7 7.9 8.3 8.4 10 11 8.8 5.2 2.4 1.6

6.7 6.9 7.5 8.7 9.9 11 11 11 10 9.8 9.5 9.9 10 13 14 9.8 4.1 2.3 1.6

6.6 6.9 7.4 7.9 8.1 8.2 8.2 8.6 9.7 10 11 11 13 16 16 8.7 3.8 2.3

6.7 6.8 7.3 7.6 7.6 7.9 7.8 7.7 8.3 10 11 12 14 18 16 6.7 3.7 2.4

6.2 5.9 5.8 5.9 6.1 6.5 7.1 7.5 7.6 8.4 9.6 11 13 16 17 12 5.7 3.7 2.8 2.4

5.4 4.9 4.7 4.6 4.8 5.1 5.8 6.6 7.5 8.7 9.6 11 14 15 14 8.5 5.3 3.9 3.2 2.8 2.2 1.7

4.3 4.0 3.8 3.7 3.8 4.2 4.8 5.9 7.4 8.8 10.0 11 13 13 12 7.7 5.8 4.7 4.1 3.3 2.6 2.0 1.6 1.4

3.3 3.1 3.0 3.0 3.2 3.6 4.3 5.5 7.2 9.1 11 12 12 12 11 8.0 7.0 6.0 5.2 4.3 3.5 2.8 2.3 2.0 1.7 1.5

2.3 2.4 2.5 2.5 2.7 3.0 3.9 5.2 7.1 9.2 11 13 12 12 10 8.4 7.6 6.7 5.8 5.1 4.4 3.8 3.3 2.9 2.5 2.3 2.1 1.9 1.7

2.4 2.9 3.6 4.9 6.4 8.1 10 12 14 14 13 11 9.1 7.6 6.7 6.0 5.5 4.8 4.2 3.8 3.3 3.0 2.8 2.8 2.7 2.5 2.2 1.9 1.9

5.4 6.4 7.8 9.7 13 16 17 15 12 10 8.8 7.2 6.1 5.2 4.5 4.0 3.6 3.3 3.3 3.4 3.7 4.0 4.2 4.2 3.9 3.5 3.6 3.3 2.7

11 13 14 11 9.3 8.1 6.8 5.7 4.8 4.2 3.8 3.5 3.5 3.6 3.9 4.4 5.2 6.1 6.7 8.4 9.6 10 8.4 6.0 4.3 3.2 2.4 2.0

5.2 4.7 4.2 3.8 3.6 3.5 3.5 3.8 4.2 4.9 6.0 7.4 8.8 11 13 16 16 13 9.6 6.9 5.2 4.0 3.1 2.5 2.0 1.7

3.3 3.2 3.3 3.5 3.9 4.4 5.1 5.9 6.8 8.2 9.3 11 13 14 13 11 8.9 7.3 5.6 4.4 3.5 2.9 2.4 2.1 1.8 1.6 1.4

3.2 3.6 4.0 4.4 4.8 5.1 5.6 6.5 7.6 8.7 9.3 9.5 9.7 9.6 8.3 7.0 5.8 4.8 4.1 3.4 3.0 2.7 2.4 2.0 1.7 1.5 1.4

3.2 3.5 4.0 4.6 5.5 6.3 6.9 7.0 6.9 6.8 7.2 7.5 7.3 6.9 6.1 5.4 4.8 4.4 4.1 3.8 3.3 2.8 2.4 2.2

3.4 4.1 4.6 5.0 5.6 5.6 5.5 5.7 6.2 6.7 7.0 7.0 6.7 6.0 5.6 5.6 5.7 5.2 4.6 4.1 3.5

3.1 3.6 4.0 4.2 4.4 4.8 5.5 6.3 7.0 7.6 7.7 7.2 6.8 7.0 7.0 6.4 5.7 4.9

2.8 3.0 3.6 4.2 5.1 6.2 7.6 9.3 9.9 9.7 9.4 8.8 7.7 6.7 5.8

3.0 3.8 4.9 6.4 8.0 10 13 14 13 11 9.3

4.4 5.8 8.4 12 15 16 14 11

3.6 5.4 8.2 11 11 9.1

1.8 2.4 3.2 3.7 3.8 4.6

1.9

7.5

7.5 7.5

7.5

7.5

7.5

7.5

7.5

7.5

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

LP

EX LP

EX LP

EX LP

GU

1A

2A4A

5A

14A

27A

254.67m

198.67m

22.00m 114.44m

Grid 1

Results

    Eav

    Emin

    Emax

    Emin/Emax

    Emin/Eav

  6.69

  1.35

 18.19

  0.07

  0.20
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DATE: 3 June 2025 DESIGNER:

PROJECT No: 2414 PROJECT NAME:

 Alan Harding

 Fortlawn Infill Site

9750754247

Horizontal Illuminance (lux)
Grid 2

3.6

4.1

3.5

3.3

1.5 1.6 1.8 2.1 2.5 3.0 13 13 3.3

2.1 2.2 2.3 2.5 2.9 3.5 4.3 5.2 6.6 8.3 12 14 16 15 12 8.7 6.7 5.2 3.4

2.9 2.8 3.0 3.2 3.5 4.0 4.7 5.2 5.9 6.7 7.5 8.6 10 11 12 11 9.6 8.0 6.0 4.6 3.7 2.9 2.4 2.7

3.5 3.5 3.5 3.6 3.8 4.0 4.4 4.7 5.0 5.4 6.1 6.8 7.4 7.8 7.9 7.8 8.0 7.4 6.2 4.9 3.9 3.2 2.6 2.3 2.1 1.9 1.8 1.8

3.6 3.7 3.8 3.9 4.0 4.0 4.2 4.4 4.9 5.2 5.9 6.5 6.6 6.9 6.8 6.2 5.7 5.8 5.6 4.9 4.0 3.3 2.8 2.5 2.3 2.1 2.0 2.0 2.1 2.1 2.4 2.6

3.2 3.2 3.4 3.8 4.1 4.4 4.4 4.4 4.7 5.0 5.5 5.7 5.8 5.9 6.1 6.1 5.6 5.1 4.8 4.7 4.6 4.1 3.5 3.0 2.7 2.5 2.4 2.3 2.3 2.4 2.5 2.8 3.2 3.8 4.6 5.5 6.1

2.8 2.9 3.1 3.4 3.9 4.6 5.1 5.2 5.2 5.5 6.1 6.5 6.2 6.2 6.0 5.6 5.2 4.9 4.6 4.3 4.1 3.9 3.7 3.3 3.0 2.9 2.8 2.7 2.7 2.7 2.9 3.3 3.8 4.6 5.7 7.3 8.4 11 13 15 14 11

2.4 2.5 2.7 3.2 3.7 4.6 5.5 6.4 6.7 6.5 6.8 7.2 7.3 6.9 6.4 5.8 5.4 5.0 4.7 4.4 4.2 4.0 3.7 3.5 3.3 3.3 3.2 3.2 3.2 3.3 3.5 3.9 4.4 5.2 6.2 7.6 9.2 11 13 15 16 13

2.1 2.2 2.4 2.8 3.4 4.2 5.4 7.2 8.7 9.4 9.5 9.5 8.9 7.9 6.9 6.3 6.0 5.7 5.4 5.1 4.8 4.4 4.1 3.9 3.8 3.7 3.7 3.7 3.8 3.9 4.1 4.4 4.8 5.2 5.7 6.0 6.6 7.6 9.0 10 11 11 9.9

3.0 3.5 4.6 6.2 8.0 11 13 14 13 11 9.5 8.5 7.3 6.4 5.8 5.3 5.0 4.8 4.7 4.5 4.4 4.4 4.3 4.4 4.4 4.4 4.5 4.6 4.7 4.9 5.0 5.3 5.7 6.4 7.1 7.3 7.4 7.1 7.2 7.2 6.4 5.1

8.7 12 15 15 13 10 8.6 7.4 6.1 5.4 4.9 4.6 4.7 4.9 5.2 5.2 5.1 5.1 5.2 5.4 5.6 5.3 5.2 5.1 5.1 5.0 5.0 5.4 6.0 6.1 6.3 6.5 6.1 5.6 5.5 5.5 5.1 4.2 3.4 2.7 2.2

8.5 7.6 6.6 5.9 5.2 4.7 4.3 4.2 4.3 4.7 5.3 5.8 6.0 5.9 5.9 6.4 6.8 6.6 6.6 6.3 5.8 5.5 5.4 5.4 5.4 5.4 5.4 5.5 5.4 5.1 4.9 4.8 4.7 4.4 3.7 3.1 2.5 2.1 1.8 1.5 1.3

3.9 3.7 3.7 3.9 4.4 5.0 5.9 7.0 7.7 7.7 7.6 7.9 7.8 7.6 7.1 6.5 6.3 6.2 6.3 6.2 5.8 5.6 5.4 5.1 4.9 4.7 4.6 4.3 4.1 3.8 3.3 2.9 2.3 2.0 1.7 1.5 1.4 1.3 1.3

3.9 4.6 5.6 7.1 9.0 10 11 11 11 10 8.8 8.1 7.5 7.3 7.1 6.9 6.6 6.2 5.8 5.5 5.3 5.2 5.0 4.6 4.2 4.0 3.6 3.2 2.7 2.3 2.0 1.9 1.6 1.6 1.5

7.4 10 13 16 16 14 12 10 9.1 7.7 6.9 6.6 6.6 6.7 6.5 6.1 5.9 6.1 6.3 5.8 5.4 5.1 4.5 3.9 3.4 3.0 2.7 2.4 2.2 2.1 2.0

4.3 5.2 7.0 9.8 13 15 13 11 8.9 8.0 6.9 6.3 6.0 6.2 6.6 7.1 7.3 7.0 6.9 7.2 7.1 6.8 6.1 5.3 4.6 4.2 3.9 3.6 3.3 3.0 2.8 2.6

2.3 2.6 3.2 4.1 5.1 5.8 6.3 6.7 6.3 6.1 5.6 5.3 5.2 5.6 6.3 7.4 9.0 9.7 9.7 9.7 9.3 8.3 7.1 6.1 5.5 5.2 4.8 4.5 4.1 3.6 3.3 3.1

1.8 1.9 2.2 2.6 3.0 3.2 3.2 3.1 3.3 4.4 4.9 5.5 6.7 8.2 10 12 14 14 12 10 8.9 7.7 6.3 5.2 4.5 4.0 3.5 3.2

1.6 1.7 1.9 2.1 2.3 2.3 2.3 2.3 2.3 8.2 11 14 16 14 11 8.9 7.7 6.0 4.9 4.1 3.5 3.1 2.9

1.6 1.8 2.0 2.2 2.3 2.2 2.1 1.9 1.9 8.7 7.9 6.7 5.6 4.7 3.9 3.4

1.5 1.5 1.7 1.7 1.9 2.0 2.0 2.0 1.7 1.6 2.9 2.6

1.6 1.6 1.6 1.6 1.6 1.7 1.7 1.7 1.5 1.4

1.7 1.6 1.5 1.4 1.4 1.4 1.5 1.5 1.4

7.5

7.5

7.5

7.5

7.5

7.5

7.5

7.5

7.5

7.5

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

EX LP

EX LP

EX LP

EX LP

EX LP

EX LP

5A

6A

7A

8A

9A

26B

168.45m

128.32m

 4.88m 106.43m

Grid 2

Results

    Eav

    Emin

    Emax

    Emin/Emax

    Emin/Eav

  5.42

  1.27

 16.04

  0.08

  0.23
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DATE: 3 June 2025 DESIGNER:

PROJECT No: 2414 PROJECT NAME:

 Alan Harding

 Fortlawn Infill Site

9750754247

Horizontal Illuminance (lux)
Grid 3

2.9 2.9 2.7 2.5 2.43.1 3.5 3.5 3.2 2.9 2.8 2.7 2.8 2.9 2.7 2.5 2.4 2.3 2.3 2.3 2.5 2.6 2.9 3.0 2.9 2.8

3.4 4.0 4.2 4.1 3.8 3.7 3.6 3.5 3.4 3.0 2.6 2.3 2.1 2.1 2.1 2.3 2.6 3.1 3.5 3.6 3.6 3.6 3.7 3.9 4.0 3.7

3.7 4.4 4.8 4.9 4.5 4.4 4.3 4.2 3.8 3.2 2.5 2.1 1.8 1.8 1.8 2.1 2.5 3.2 3.8 4.2 4.3 4.4 4.5 4.8 4.7 4.3

1.9 2.5 3.3 4.1 4.8 5.3 5.5 4.8 4.4 5.0 5.0 4.3 3.4 2.5 2.0 1.7 1.6 1.6 2.0 2.5 3.3 4.2 4.9 4.9 4.6 5.1 5.7 5.4 4.8

2.3 2.9 3.6 4.3 4.9 5.5 5.6 4.8 4.4 5.0 5.1 4.4 3.4 2.5 1.9 1.6 1.5 1.6 1.9 2.5 3.4 4.3 5.1 4.8 4.4 5.0 6.0 5.8 5.1

2.9 3.5 3.9 4.4 4.9 5.2 5.2 4.7 4.5 4.5 4.4 3.9 3.2 2.5 2.0 1.7 1.6 1.7 2.0 2.5 3.3 4.0 4.5 4.7 4.7 5.1 5.6 5.5 5.1 4.4 3.6 3.0 2.3

3.5 4.0 4.2 4.4 4.7 4.8 4.6 4.2 4.0 3.8 3.7 3.5 3.0 2.6 2.2 2.0 1.9 2.0 2.2 2.6 3.1 3.6 3.9 4.1 4.3 4.6 4.9 5.1 4.9 4.5 4.1 3.6 2.9

3.7 4.5

4.2 3.4

3.4 4.3

4.4 3.5

3.2 4.2

4.0 3.0

3.4 4.2

3.7

3.4 3.9

3.9

3.0 3.4

3.7

2.6 3.0

3.2

5.0 5.0

5.0

5.0

EX LP9A

22B23B

24B25B

26B

27B

Grid 3

Results

    Eav

    Emin

    Emax

    Emin/Emax

    Emin/Eav

  3.59

  1.51

  6.04

  0.25

  0.42
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DATE: 3 June 2025 DESIGNER:

PROJECT No: 2414 PROJECT NAME:

 Alan Harding

 Fortlawn Infill Site

9750754247

Horizontal Illuminance (lux)
Grid 4

8.0 10 13 16 17 15 11 9.0 7.7
5.9 7.3 8.9 11 11 9.6 7.9 6.5 5.8

3.1 3.2 3.6 4.2 4.4 4.0 3.5 3.3 3.2
2.0 2.2 2.4 2.6 2.7 2.6 2.4 2.3 2.3

1.7 1.8 2.0 2.1 2.2 2.1 2.0 1.9 1.8
1.6 1.8 2.1 2.2 2.3 2.2 2.1 1.8 1.6

1.5 1.7 1.8 1.8 1.9 1.8 1.8 1.6 1.4
1.5 1.6 1.6 1.6 1.6 1.6 1.5 1.5 1.4

1.6 1.5 1.5 1.4 1.3 1.4 1.4 1.5 1.5
1.7 1.6 1.5 1.3 1.2 1.3 1.4 1.5 1.6

2.0 1.8 1.5 1.1 1.0 1.2 1.5 1.7 1.9
2.4 2.0 1.5 1.0 0.9 1.2 1.7 2.1 2.4

3.0 2.4 1.6 0.9 0.8 1.1 1.9 2.5 3.0
3.6 2.7 1.5 0.8 0.7 1.0 2.1 3.1 3.8

4.6 3.2 1.5 0.9 0.9 1.1 2.4 3.9 5.0
5.8 3.6 1.7 1.2 1.1 1.4 2.7 5.0 6.7

7.3 4.0 2.0 1.5 1.3 1.7 3.0 6.3 8.1
11 9.5 4.3 2.3 1.8 1.7 2.1 3.5 8.3 10

13 12 4.6 2.6 2.0 2.0 2.4 4.1 11 13
15 14 5.0 2.8 2.2 2.2 2.7 4.8 13 15

15 13 4.7 2.7 2.1 2.1 2.7 4.9 13
12 10 3.9 2.3 1.9 1.9 2.5 4.4 11

9.8 7.8 3.4 2.0 1.6 1.7 2.2 4.1 8.8
7.6 5.8 2.9 1.6 1.3 1.3 1.8 3.8 6.8

6.2 4.8 2.6 1.3 1.0 1.1 1.6 3.5 5.5
4.7 3.7 2.3 1.0 0.8 0.8 1.4 3.0 4.3

3.6 2.9 2.0 1.0 0.7 0.7 1.5 2.6 3.3
2.7 2.3 1.7 1.0 0.7 0.8 1.4 2.1 2.7

2.2 1.9 1.6 1.1 0.8 0.9 1.4 1.8 2.2
1.7 1.5 1.3 1.0 0.8 1.0 1.3 1.5 1.7

1.5 1.3 1.2 1.0 0.9 1.0 1.2 1.3 1.5
1.2 1.1 1.1 1.0 1.0 1.0 1.1 1.1 1.3

1.1 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.1
1.0 0.9 0.9 1.0 1.0 0.9 0.9 0.9 1.0

1.0 0.9 1.0 1.0 1.0 1.0 0.9 0.9 0.9
1.0 1.0 1.0 1.1 1.1 1.0 1.0 1.0 1.0

1.1 1.2 1.3 1.3 1.3 1.3 1.2 1.1 1.0
1.3 1.5 1.6 1.7 1.8 1.7 1.6 1.4 1.3

2.1 2.2 2.2 2.2 2.2 2.1 2.1 2.0 1.9

7.5

7.5

7.5

5.0

5.0

5.0

1.0

1.0

1.0

1.0

1.0

EX LP

EX LP

EX LP

EX LP

6A

31A

32A

Grid 4

Results

    Eav

    Emin

    Emax

    Emin/Emax

    Emin/Eav

  3.02

  0.66

 16.69

  0.04

  0.22
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DATE: 3 June 2025 DESIGNER:

PROJECT No: 2414 PROJECT NAME:

 Alan Harding

 Fortlawn Infill Site

9750754247

Horizontal Illuminance (lux)
Grid 5

1.7 1.9 2.0 2.3 2.5 2.7 2.8 3.1 3.6 4.3 4.6 4.2 3.7 3.6 3.5 3.3 3.1 2.9 2.8 2.6 2.5 2.5 2.5 2.6 2.6 2.8 2.9 3.0 2.9 2.9 3.1 3.5 3.5 3.1

2.3 2.7 3.0 3.6 4.2 5.1 6.0 7.8 9.9 12 13 12 9.4 7.4 6.1 5.0 4.2 3.8 3.4 3.1 3.0 3.0 3.0 3.2 3.4 3.9 4.4 5.2 5.9 7.1 8.6 10.010 8.7

3.3 3.7 4.2 4.8 5.9 7.1 8.5 11 13 16 17 15 12 9.9 8.5 6.7 5.5 4.7 4.2 3.9 3.8 3.8 3.8 4.1 4.5 5.1 5.9 7.0 8.3 10.013 15 16 14

4.9 5.3 5.8 6.5 7.3 8.7 10 11 12 13 13 12 11 10 9.1 7.8 6.6 5.8 5.3 4.9 4.9 5.0 5.1 5.4 5.8 6.5 7.2 8.4 9.7 11 12 13 13 12

7.0 7.5 7.5 7.9 8.3 8.8 9.0 9.0 9.4 9.7 9.6 9.2 8.5 8.0 8.0 7.8 7.5 7.0 6.6 6.4 6.3 6.7 7.2 7.4 7.8 8.4 8.5 8.5 8.6 8.7 9.0 9.6 9.7 9.2

8.5 8.6 8.5 8.5 8.7 8.7 8.6 8.5 8.6 8.7 8.4 8.2 7.7 7.1 7.1 7.2 7.5 7.6 7.6 7.4 7.4 8.0 8.6 9.1 9.4 9.3 8.8 8.3 8.2 8.5 8.9 9.0 8.7 7.9

11 10 10 9.9 9.2 8.4 7.8 7.3 7.2 6.8 6.5 6.5 6.3 5.9 5.8 6.0 6.4 7.0 7.7 8.1 8.4 8.6 9.3 9.8 9.8 9.4 8.8 8.6 8.5 8.4 8.2 7.5 6.8 6.4

15 13 12 10 8.8 7.4 6.4 5.8 5.4 5.0 4.7 4.6 4.5 4.4 4.4 4.7 5.1 5.8 7.0 8.6 9.9 11 12 13 13 12 11 10 8.8 7.4 6.3 5.4 4.8 4.3

15 12 9.8 7.8 7.0 6.0 5.2 4.6 4.2 3.8 3.6 3.5 3.5 3.4 3.4 3.6 4.0 4.6 5.7 7.2 8.5 11 14 16 16 14 11 8.7 7.4 6.0 4.8 4.0 3.5 3.0

7.7 9.7 11 12 9.8 7.9 6.2 5.3 4.3 3.5 2.9 2.5 2.1

7.5
7.5

7.5
7.5

7.5

7.5

7.5

5.0 5.0

5.0

5.0
5.0

5.0

LP

LP

LP

EX LP10A

11A

13A

18A

29A

Grid 5

Results

    Eav

    Emin

    Emax

    Emin/Emax

    Emin/Eav

  7.23

  1.67

 16.83

  0.10

  0.23
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