EXISTING (NEW) CLOGHRAN SEWER
PHASE 1 CONSTRUCTED UP TO
MANHOLE 40 AS OF 2014

FOUL SEWER CONNECTION TO EXISTING
PUBLIC SEWER IN STOCKHOLE LANE
BY A NEW FOUL MANHOLE.

CL: 44.60
IL: 40.20 (EXISTING)

IL: 40.50 (PROPOSED)

EXISTING 2100mm
SURFACE WATER
RISING MAIN FROM
BASKIN PARK /
COURT

BOUNDARY OF PROPOSED DEVELOPMENT

Al

BASKIN LANE

10 DWELLINGS AT BASKIN PARK & COURT TO BE CONNECTED TO
GRAVITY FOUL SEWER IN STOCKHOLE LANE BY A 225¢ PIPE.
EXISTING WASTE TREATMENT PLANT TO BE DECOMMISSED.

EXISTING PUMP CHAMBER TO BE MODIFIED TO BECOME OUTFALL
MANHOLE FOR PROPOSED GRAVITY CONNECTION TO CLOGHRAN SEWER IN

ROAD (NEW MANHOLE FO6). CL:44.30 AND IL: 41.95 (PROPOSED)

" 51\/5\\\\\’4’
‘ \

BASKIN a

NOTES

GENERAL

2.) DO NOT SCALE. USE FIGURED DIMENSIONS ONLY.

1.) THESE DRAWINGS TQ BE READ IN CONJUNCTION WITH ALL
RELEVANT HAYES HIGGINS ENGINEERING DRAWINGS
AND SPECIFICATIONS.

I

TO EXISTING TREATMENT PLANT

(TO BE DECOMMISSIONED WHEN PROPOSED CONNECTION IS MADE)

FROM EXISTING TRAVELERS ACCOMMODATION
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MAI%—{OLE COVER LEVEL | INVERT LEVEL| MH — MH PIPE DIA. |MIN. PIPE GRAD.
/Sm 46.30 45.126 S01— S02 225mm 1:200
/302 46.525 45.036 S02 — S03 225mm 1:200
S03 46.93 44.83 S03 — S06 300mm 1:200
S04 47.09 45.06 S04 — S05 225mm 1:200
S05 47.065 44.97 S05 - S03 225mm 1:200
S06 46.32 44.59 S06 — ATT 225mm 1:200
INLET 44.57 _
ATT 45.37 OUTLET 444a| ATT — S12 225mm 1:200
S07 46.7 44.425 S07 — EXMH | 225mm 1:200
EX.MH 47.90 44.35 EXMH — EXMH| 300mm -
MANHOLE | COVER LEVEL |INVERT LEVEL| MH — MH PIPE DIA. |MIN. PIPE GRAD.
FO1 47.00 44.695 FO1 — FO2 225mm 1:200
FO2 47.04 44 575 FO2 — FO3 225mm 1:200
FO3 46.93 4441 FO3 — FO5 225mm 1:200
FO4 46.19 44.725 FO4 — FO3 225mm 1:200
FO5 47145 4421 FO5 — EX.SEWER 225mm -
FO6 4460 40.50 06 — EX.SEWER 225mm -
DRAINAGE LEGEND
EXISTING #80mm PE RISING MAIN
- — — - EXISTING SURFACE SEWER
EXISTING #100mm SURFACE WATER
RISING MAIN FROM BASKIN PARK /COURT
EXISTING FOUL SEWER
— — —  PROPOSED SURFACE WATER SEWER
—— - ——  PROPOSED FOUL SEWER
_ PROPOSED PRIVATE SURFACE SEWER
PROPOSED PRIVATE FOUL SEWER
L € PROPOSED SURFACE WATER GULLIES
QEG EXISTING ROAD GULLY
FAJ PROPOSED FOUL ACCESS JUNCTIONS
FIC PROPOSED FOUL INSPECTION CHAMBERS
& sAl PROPOSED SURFACE ACCESS JUNCTIONS
4 42.00 PROPOSED SITE LEVELS
47.37 EXISTING SITE LEVELS

EXISTING ¢80mm PE
RISING MAIN TO BE
DECOMMISSIONED

BOUNDARY OF PROPOSED DEVELOPMENT
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FOUL SEWER CONNECTION TO EXISTING FO5 [ 1= .
PUBLIC SEWER IN STOCKHOLE LANE N
BY A NEW FOUL MANHOLE.
CL: 47.145
L 44.21
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NOTES:

1) WATERMAIN CONNECTION TO BE MADE FROM EACH
HOUSE DIRECTLY WITH WATER METER.

2) EACH PROPERTY TO HAVE SEPERATE FOUL
CONNECTIONS TO MAINS.

3) ALL DOMESTIC FOUL AND SURFACE DRAINAGE TO BE
150mm ¢ & AT

4) WATERMAIN CONNECTION FROM EACH HOUSE
DIRECTLY TO PUBLIC WATERMAIN.
EACH HOUSE TO HAVE WATER METER.

5) ALL FOUL WATER SHOULD BE CONSTRUCTED TO
CURRENT [RISH WATER SPECIFICATION AND DETAILS
(IW-CDS—-5030-01, W—-CDS—-5030—-03).

6) WATERMAIN TO CURRENT IRISH WATERS

SPECIFICATION

(IW-CDS-5020-01, IW-CDS-5020-03)

7) AR VALVE & HYDRANTS COVERS, WHERE LOCATED IN
GRASS AREAS, SHALL BE SURROUNDED BY A CONCRETE
PLINTH. SEE SECTION 3.18 WATER CODE OF PRACTICE
IW—-CDS-5020-03.
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