NOTES

GENERAL
1.) THESE DRAWINGS TO BE READ IN CONJUNCTION WITH ALL

RELEVANT HAYES HIGGINS ENGINEERING DRAWINGS
AND SPECIFICATIONS.

PROPOSED CONNECTION
TO EXISTING WATER MAINS
TO BE CONFIRMED
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2.) DO NOT SCALE. USE FIGURED DIMENSIONS ONLY.
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NOTES:

1) WATERMAIN CONNECTION TO BE MADE FROM EACH
HOUSE DIRECTLY WITH WATER METER.

2) WATERMAIN CONNECTION FROM EACH HOUSE
DIRECTLY TO PUBLIC WATERMAIN.
EACH HOUSE TO HAVE WATER METER.

3) WATERMAIN TO CURRENT IRISH WATERS
SPECIFICATION & DETAILS
(IW-CDS-5020-01, IW-CDS—5020-03)

4) AR VALVE & HYDRANTS COVERS, WHERE LOCATED IN
GRASS AREAS, SHALL BE SURROUNDED BY A CONCRETE
PLINTH. SEE SECTION 3.18 WATER CODE OF PRACTICE

IW—CDS—-5020-03.
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