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SWMH 08
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SILT TRAP
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EXISTING WATER MAIN

EX FSMH
CL = 104.280
IL = 102.640

PERMEABLE PAVING TO ARCHITECT'S DETAILS
ON TERRAM GEOTEXTILE MEMBRANE ON
200mm SOAKAWAY LAYER OF OPEN STONE
(20-40mm) ON GEOTEXTILE LAYER

SURFACE WATER SOAKAWAY
CRUSHED STONE WITH NO FINES

WRAPPED IN A PERMEABLE GEOTEXTILE
MEMBRANE 80m (L) x 1m (W) x 1.2m (D)

EX FSMH
CL = 105.660
IL = 103.600
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EXISTING 225mm Ø SEWER
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NEW SADDLE CONNECTION
IL= 102.550
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IL= 105.570
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EXISTING WATERMAIN
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EXISTING  SURFACE WATER

SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW
SW

SW

SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW SW
SW

SW

SW
SW

SW
SW

NEW SADDLE CONNECTION

H

EXISTING FIRE HYDRANT

• ALL FOUL DRAINAGE PIPES ARE 150mm Ø @ 1:60 FALL.

• ALL SURFACE WATER PIPES ARE 150mm Ø @ 1:80 FALL.

• PIPES TO BE LAID WITH LEVEL INVERTS.

• ALL FOUL AND SURFACE WATER SEWERS WITHIN
DEVELOPMENT SITE TO BE UPVC

FS

LEGEND:

RWP - RAIN WATER DOWN PIPE

SURFACE WATER SEWER (NEW)
FOUL SEWER (NEW)

FSMH (NEW FOUL)

FOUL SEWER (EXISTING)

P.U. - POP UP

FMH (FOUL - EXISTING)

SWMH (NEW SURFACE)

WATER MAIN (EXISTING)
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