
Grid 1

Results - Horizontal Illuminance (lux)

Eav= 6.60

Emin= 2.75

Emax= 10.72

Emin/Emax= 0.26

Emin/Eav= 0.42

Grid 2

Results - Horizontal Illuminance (lux)

Eav= 6.16

Emin= 2.93

Emax= 10.35

Emin/Emax= 0.28

Emin/Eav= 0.48

N

X: 718,821,000
Y: 745,608,200
Z: 0

For further detail on landscape check
DFLA project no Fc.10
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P 34

PROPOSED LOCATION FOR NEW STREET LIGHT.

PHILIPS LUMI STREET GEN2 SPECIFICATION.

BGP292 T25 (Optic) 3.500 (Luminous flux) LED35-4S/730 DS50   

Lamp LED35-4S/730   MF  0.8 COLOR TEMPERATURE 23W ON NEW 6 

METER TAPERED COLUMN TO CORK COUNTY COUNCIL STANDARDS.(New 

post top mounted, Existing  column to be retained, new post 

top).

C/W WEST IRE PHOTOCELL, ALL PHOTOCELLS SHOULD HAVE 8480 

35/18LUX RATIO SWITCHING UTILIZING A GREEN COLOR CODE TO 

VISUALLY IDENTIFY THE SWITCHING REGIME AND INCLUDE A 7 PIN 

SOCKET FOR A 3 PIN PHOTOCELL.
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Matt O'Mahony  & Associates
Engineering & Project Consultants

8 Sidney Place, Wellington Rd., Cork
Tel: (021) 4506364           Fax: (021) 4509796

EMAIL: email@mattomahony.ie

NOTES:-

1. THE BUILDING WILL NOT GENERALLY BE OCCUPIED AT NIGHT SO EXTERNAL LIGHTING 

WILL BE SWITCHED OFF BY TIMECLOCK AT A SELECTED TIME. ON OCCASIONS WHERE 

LATE NIGHT LIGHTING IS REQUIRED EXTERNALLY, LIGHTING SHALL DIMM FROM 12:00AM 

MIDNIGHT TO 06:00AM AS PER DIMMING CLASS 2A.

2. COWLS SHALL BE INSTALLED ON LIGHTS 6A, 9A, 11A, 12A, 13A, 14A,  WHICH ARE 

LOCATED NEAR BAT ROOSTS.

3. ALL ELECTRICAL WORK SHALL COMPLY WITH THE REQUIREMENTS OF THE NATIONAL 

RULES FOR ELECTRICAL INSTALLATIONS OF THE ELECTRO-TECHNICAL COUNCIL OF 

IRELAND, LATEST EDITION, INCLUDING PART 7, SECTION 714, EXTERNAL LIGHTING 

INSTALLATION.

4. ALL EXTERNAL LIGHTING SHALL BE CONTROLLED THROUGH A TIMECLOCK AND 

PHOTOCELL.
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PROPOSED APARTMENT DEVELOPMENT

AT HOLYWELL SWORDS

FINGAL COUNTY COUNCIL

GRID 01

1A

2A

4A

5A

6A

7A

8A

9A

10A

16A

3A

A

10

10

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

5.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

3.0

1.5

1.5

1.5

1.5

1.5

1.5

1.5

1.5

1.5

1.5

11A

12A

13A

14A

15A

17A

GRID 02


